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INTI SARI 

Penelitian ini bertujuan untuk mengamati proses pembangkitan listrik tenaga 

diesel dengan sistem terperinci serta untuk mengetahui efisiensi konsumsi bahan 

bakar pada pembangkit listrik tenaga diesel. Pada pembangkit listrik ini 

mengandalkan energi dari mesin diesel yang berasal dari ledakan pada ruang bakar 

sebagai penggerak piston yang seporos dengan engkol yang kemudian dirubah 

menjadi energi putar. PLTD merupakan pembangkit dengan start up yang cepat, 

tidak membutuhkan area yang luas, compact & proses sinkron yang cepat.Analisa 

ini dilakukan untuk menentukan konsumsi spesifik bahan bakar terhadap tiap unit 

pembangkit pada PLTD Bengkalis berdasarkan data operasional tahun 2021-2022. 

Data yang dikumpulkan diperoleh dari PLTD Bengkalis. Pada analisa ini specific 

fuel concumtion yang diperoleh pada tanggal 16 Juli 2021 yang tertinggi 

0,29609297 dan terendah 0,26252632 dan untul 2 Mei 2022 yang tertinggi 

0,28027474 dan yang terendah 0,0014717, dan biaya pembangkit pada tahun 2021 

Rp.358.390.463/kWh untuk tahun 2022 mengalami penurunan pada biaya 

pembangkit sebesar 61,50% yaitu Rp.85.436.888,3/kWh. 

 

Kata kunci : PLTD, Bahan Bakar, Specific Fuel Consumtion. 
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ABSTRACT 

 

This study aims to observe the process of generating diesel power with a 

detailed system and to determine the efficiency of fuel consumption in diesel 

power plants. This power plant relies on energy from a diesel engine which comes 

from an explosion in the combustion chamber as a piston drive which is on the 

same axis as the crank which is then converted into rotary energy. PLTD is a 

generator with a fast start-up, does not require a large area, compact & fast 

synchronous process. This analysis was carried out to determine the specific fuel 

consumption for each generating unit in the Bengkalis PLTD based on operational 

data for 2021-2022. The data collected was obtained from PLTD Bengkalis. In this 

analysis, the specific fuel consumption obtained on July 16 2021 is the highest 

0.29609297 and the lowest 0.26252632 and for May 2 2022 the highest is 

0.28027474 and the lowest is 0.0014717, and the cost of generating electricity in 

2021 is IDR 358,390. 463/kWh for 2022 there will be a decrease in generator costs 

by 61.50%, namely IDR 85,436,888.3/kWh. 

 

Keywords : PLTD, Fuel, Specific Fuel Consumtion. 
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